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PREFSE

~ [

Hl FROM POWER AND
CONTROL ASSEMBLY

TWO 8 AWG, TYPE U.S.E.
POWER CABLES AND

6 PR 19 AWG SHIELDED
CONTROL CABLE

3-Q"

1/0 ANG BARE COPPER
GUARD WIRE

I FURNISK AND INSTALL
I GROUND R
CONDUCTORS. CONNECTED
I PER SPECIFICATIONS
I

PLAN VIEW

TO NEXT LAMP
HOUSING ASSEMBLY

FURNISH AND INSTAL!
1/2* LIQUID-TIGHT FLEXIBLE CONDUIT

FURNISH AND INSTALL
1/2* LIQUID-TIGHT FLEXIBLE
CONDUIT CONNECTOR, 90°, MALE

SEE DETAIL "2% DWG
ARR-D-MALSR33-£0I

FURNISH AND INSTALL
2* FRANGIBLE COUPLING

FURNISH AND INSTALL
16 1/4" LD. SPLICE CAN, VEGA
NO. 630I WITH 1T 3/8° COVER
PLATE , VEGA NO. 2020-20 (WITH
TWO 2' THREADED HOLES) AND
GASKET VEGA NO. 8052, TOP
SHALL BE FLUSH WITH TOP

OF ROCK, SEE NOTES 3 AND 4.

FURNISH AND INSTALL
TWO 8 AWG, TYPE U.S.E.
POWER CABLES D.E.B.
FROM POWER A
CONTROL UNIT

2”7 PVC STuB

INSTALL U
¥4 X 10’ COPPERCLAD

GROUNDING ROD

AT EACH END —

/_

<1

ELEVATION VIEW

L S d |

TILT SWITCH PER DETAL *3"

/ PAPI LAMP HOUSING ASSEMBLY

-—LIGHT SLOT ¢
SEE NOTE 3.

DETAIL ** AND NOTE 3

FURNISH AND INSTALL
1/2* THICK GALVANIZED STEEL
MOUNTING PLATE. A.B. CHANCE
oo CAT. NO. TH2-0337 MEETS
[ | SPECIFICATIONS.

1 STRUCTURAL LEG PER
OF
A {FACTORY l

FURNISH AND INSTALL
GALVANIZED STEEL SCREW ANCHOR.
A.B. CHANCE CAT. NO. T112-0262

FURNISH AND INSTAL
GALVANIZED STEEL SCREW ANCHOR
A.B. CHANCE CAT. NO. C112-42NG4VP

PAPILAMP HOUSING ASSEMBLY (LHA)INSTALLATION

( ) DETAIL

I 0 1

SCALE IN FEET

NOTES:

1. REMOVE INSULATION AND SHIELD FROM A LENGTH OF 6 PR 19 AWG SH CONTROL
CABLE SUFFICIENT TO PERMIT 5 CONDUCTORS TO REACH THEIR TERMINATIONS
IN THE PAPI LAMP HOUSING UNIT WITHOUT STRAIN. INSIDE THE SPLICE CAN,
GROUND THE END OF THE UNUSED SEVEN 19 AWG CABLES AND SHIELD TO THE
6 AWG BARE COPPER GROUND WIRE USING A SPLIT BOLT CONNECTOR.

nN

CONTRACTOR SHALL INSTALL A SMALL SCREW (FIELD FIT)IN THE PENDULUM

RETAINING BOLT HOLE TO SECURE PENDULUM PRIOR TO REMOVING LHA FROM
MOUNTING LEGS., REMOVE PENDULUM RETAINING SCREW PRIOR TO AIMING

THE PAP! UNIT, AND COVER HOLE WITH TAPE. AIM THE PAPILHA UNIT USING THE
AIMING INSTRUMENT (AVAILABLE FROM FAA. CONTACT DAN GEIST 8i5-509-3200)
AND TIGHTEN ADJUSTING NUTS. SET AIMING INSTRUMENT TO 0"00" AND SET ON
TOP OF TILT SWITCH PLATFORM, LOOSEN THUMB SCREW RETAINING SCREW

AND ADJUST TILT SWITCH UNTIL PLATFORM IS LEVELED. TIGHTEN THUMB
SCREW RETAINING SCREW. TH.T SWITCH IS NOW SET,

3. SEE DWG ARR-D-PAPI33-COIFOR LAMP HOUSING ASSEMBLY LAMP CENTERLINE
ELEVATION AND AIMING ANGLE. THE LAMP HOUSING ASSEMBLIES SHALL BE
INSTALLED SUCH THAT THE LAMP CENTERLINE OF ALL THE UNITS ARE WITHIN
HNCH (+/-~) OF ELEVATION SHOWN AND ARE THE SAME FROM UNIT TO UNIT.

INSTALL THE 4 AWG/0 AWG BARE COPPER PERIMETER GROUND IN A CLOSED LOOP

ENCOMPASSING ALL FOUR LAMP HOUSING ASSEMBLIES. INSTALL GROUNDING RODS

4,
AT FOUR CORNERS.
/——ucm SLOT IN FRONT OF CABINET
SN TN ST
\ N\ \
/ \ KL v/ \
1 T e e ——— e LAMP CENTERLINE
1 / T / T / SEE E 3
\\ / \\ 7/ \\ 7/ DT WNTGF R
UNIT PLATFORM.
—— ~ ~ /SEE NOTE 3
{ ]
THREADED ROD LOCK NUT
CAP NUT

2" EMT COMPRESSION
TYPE COUPLING

FURNISH AND INSTALL

2" FRANGIBLE COUPLING PER
SPECIFICATION FAA-GL-918C,

PARAGRAPH 13C.2

2" LOCK NUT

THUMB SCREW
RETAINING SCREW

FURNISH AND INSTALL
/2- EMT CONDUIT

FURNISH AND INSTALL

172" THICK GALVANIZED STEEL
MOUNTING PLATE. A, B, CHANCE
CAT. NO. T2-0337 MEETS
SPECIFICATIONS IN FAA-~GL~-3IBC.

LAMP HOUSING ASSEMBLY STRUCTURAL LEG

DETAIL
NOT TO SCALE

THUMB SCREW ———— |

I

TILT SWITCH LEVELING

PLATFORM
[ ®
] ®
® e |~ PENDULUM
WIRES I (o) SEE N

TILT _SWITCH DETAILS

SEE NOTE 2

DETAIL
NOT 10 SCALE

CONTRACTOR SHALL SUBMIT REQUESTS FOR
SUBSTITU TION OFR SPECIF&C A%QNUSACTUERER'%

ITEMS SHOWN PE
SPECIAL SPECIFICATIONS,

RETAINING BOLT.

£ 2.
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